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Data from M.S. Thesis of N. Turek, “Investigation of Copper Contamination and 
Corrosion Scale Mineralogy in Aging Drinking Water Distribution Systems”, AFIT, 2006. 
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Sampling Results

		RESULTS:

		Building		Rm		Collection Date		Collection Time		Initial						Next Day						Bottle Number												Notes:

										pH		free Cl		tot Cl		pH		free Cl		tot Cl		A: 60 mL for ICP		B: 250 wet chem		C: 250 1st draw		C Lab #s		D: 250 2nd draw		D Lab #s

		553		125D		24-Oct-05		1620		7.6		0.15		0.2								001A553		002B553

		553		125D		25-Oct-05		816								7.5		0.0		0.0						003C553		98		004D553		99		005Z001 - blank washed with bottles 001 (lab #: 108

		441		0-24		2-Nov-05		1642		7.5		0.2		0.3								006A441		007B441										janitor's sink in basement mechanical room; flushed water was orange

		441		0-24		3-Nov-05		845								7.6		0.0		0.0						010C441		96		011D441		97		Bag was full of water - dripped all night

		571		155		2-Nov-05		1705		7.3		0		0								008A571		009B571										sink in HAWC, room 155

		571		155		3-Nov-05		909								7.3		0.0		0.0						012C571		102		013D571		103		014Z002 - Blank washed with bottles 006-013 (Lab #:109)

		642		Kitchen		21-Nov-05		1540		7.3		0.6		0.7								015A642		016B642										2-stall kitchen sink sampled in AAFES kitchen in cafeteria

		642		Kitchen		22-Nov-05		855								7.3		0.0		0.0						019C642		106		020D642		107		Bag was full of water - dripped all night

		645		Restroom		21-Nov-05		1655		7.3		0.3		0.3								017A645		018B645										Only restroom in building, sink sampled

		645		Restroom		22-Nov-05		905								7.3		0.0		0.0						021C645		94		022D645		95

		641		Restroom		5-Dec-05		1700		7.3		0.6		0.6								023A641		024B641										Sampled 2nd floor women's restroom

		641		Restroom		6-Dec-05		900								7.3		0.0								025C641		100		026D641		101		sampled sink nearest door, as you enter the N. side of bathroom

		620 PI		15		12-Dec-05		1540		7.3		0.3										028A620		029A620										027Z003 - Blank washed with bottles 015-026 (Lab #: 110)

		620 PI		15		13-Dec-05										7.3		0.0								032C620		204		033D620		203		1st floor men's restroom, sampled only sink

		620 PII		Basement		12-Dec-05		1550		7.3		0.3				7.3						030A620		031B620										Janitor's sink in basement (seems to be used frequently)

		620 PII		Basement		13-Dec-05		750								7.3		0.0								034C620		104		035D620		105

		441		Women's RR		14-Dec-05		1640		7.5		0.2										036A441		037B441										Recently installed shower in women's RR on 1st floor sampled

		441		Women's RR		15-Dec-05		915								7.3		0.0								038C441		87		040D441		86		I was half hour late due to snow!

		837		1st Floor Women's RR		19-Dec-05		1530		7.4		0										041A837		042B837										043Z004 is blank for 028-042 (Lab #:111)

		837				20-Dec-05		715								7.4		0								046C837		92		047D837		93

		620 PI		Basement		19-Dec-05		1550		7.3		0.1										044A620		045B620										Janitor's sink in basement

		620 PI		Basement		20-Dec-05		745								7.3		0								048C620		89		049D620		88		Janitor's sink in basement (seems to be used frequently)

		306		bathroom sink		20-Dec-05		1505		7.3		0										050A306		051B306										sink in only bathroom in building

		306				21-Dec-05		700								7.3		0								052C306		90		053D306		91

		556		Kitchen, 003		3-Jan-06		1605		7.4		0										054A556		055B556

		556		Kitchen, 003		4-Jan-06		805								7.4		0								056C556		205		057D556		206		Blank: 058Z005 for bottles 044-057 (EM 215)

		653		shop sink		12-Jan-06		1510		7.3		0.2										058A653		059B653

		653		shop sink		13-Jan-06		715								7.3		0								062C653		207		063D653		208

		464		bath sink		12-Jan-06		1530		7.3		0.3										060A464		061B464

		464		bath sink		13-Jan-06		730								7.3		0								064C464		209		065D464		210

		676		Men's bath sink		17-Jan-06		1545		7.2		0.4										066A676		067B676

		676		Men's bath sink		18-Jan-06		745								7.2		0								070C676		211		071D676		212

		11A		sink in basement		17-Jan-06		1605		7.3		0										068A011		069B011

		11A		sink in basement		18-Jan-06		815								7.3		0								072C011		213		073D011		214		Blank: 074Z006 for bottles 059-073 (EM 216)



&CCapt Nadja Turek
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Analysis Status

		

				Status:		No action

						In Progress

						Complete

				Building		Pipe Year		Water Sampled?		Pipe Cut?		XPS Complete?		XRD Complete?		Cu Analysis		ICP?		Wet Chemistry?

				20441S (new shower installed Oct 05, project 051972)		2005

				20837 (2004)		2004																				112

				20571, Fitness Center (2002)		2002																		Green =		72		64.3%

				20553 (2001)		2001																		Yellow =		31		27.7%

				20645 (1998)		1998																		Red =		9		8.0%

				20306 (1997)		1997																				112

				20556 (1995)		1995

				620 Phase II (1994)		1994

				20441 (Renovated 1993)		1993

				620 Phase I (1992)		1992

				20642 AFIT (1989)		1989

				20676 (1985)		1985

				20011A (sink installed in basement, 1984)		1984

				20641 AFIT (1977)		1977

				20653 (1975?,baths cosmetically renovated 2004)		1975

				20464 (AAFES gas station, 1958?)		1958





Copper Level Results

		COPPER RESULTS:																				Without background

		Building		Collection Date		Collection Time								1st Draw Sample						2nd Draw Sample		1st Draw Sample		2nd Draw Sample		Notes:

								Year of Pipes		C: 250 1st draw		C Lab #s		Copper Level (ug/L)		D: 250 2nd draw		D Lab #s		Copper Level (ug/L)		Copper Level (ug/L)		Copper Level (ug/L)				Building		Cu						Sequential Sampling of building 641

		441		15-Dec-05		915		2005		038C441		87		1740		040D441		86		2460		1482		2202		I was half hour late due to snow!		441S		0.26		258						Location of Stagnation		Cu (mg/L)				Cu (mg/L)

		837		20-Dec-05		715		2004		046C837		92		2720		047D837		93		2830		2034.18		2144.18		043Z004 is blank for 028-042 (Lab #:111 = ND for Cu)		837		0.69		686				Background		(taken after 1 min flush, before stagnation)		0.114

		571		3-Nov-05		909		2002		012C571		102		2550		013D571		103		2990		170.5		610.5		014Z002 - Blank washed with bottles 006-013 (Lab #:109 = ND for Cu)		571		2.38		2380				1st 30mL		Faucet fixture and 1/4" supply line		1.28

		553		25-Oct-05		816		2001		003C553		98		2360		004D553		99		2180		2197.11		2017.11		005Z001 - blank washed with bottles 001 (lab #: 108 = ND for Cu)		553		0.16		163				2nd 30mL		1/4" faucet supply line and supply line within wall		1.07

		645		22-Nov-05		905		1998		021C645		94		2480		022D645		95		2050		1580.2		1150.2				645		0.90		900				1st 60mL		Supply line in wall		1.08

		306		21-Dec-05		700		1997		052C306		90		2230		053D306		91		2170		857.13		797.13				306		1.37		1373				2nd 60mL		1/2" cold water domestic copper pipe		0.866

		556		4-Jan-06		805		1995		056C556		205		1740		057D556		206		1850		1415.07		1525.07		Blank: 058Z005 for bottles 044-057 (EM 215 = ND for Cu)		556		0.32		325				3rd 60mL		1/2" cold water domestic copper pipe		0.431

		620 PII		13-Dec-05		750		1994		034C620		104		1860		035D620		105		2130		1628.9		1898.9		027Z003 - Blank washed with bottles 015-026 (Lab #: 110 = ND for Cu)		620 PII		0.23		231				4th 60mL		1/2" cold water domestic copper pipe		0.285

		441		3-Nov-05		845		1993		010C441		96		2800		011D441		97		442		2312.85		-45.15		Bag was full of water - dripped all night		441B		0.49		487				5th 60mL		1/2" cold water domestic copper pipe		0.264

		620 PI B		20-Dec-05		745		1992		048C620		89		2130		049D620		88		2530		1627.22		2027.22		Janitor's sink in basement		620 PI B		0.50		503				6th 60mL		1/2" cold water domestic copper pipe		0.294								Copper Concentration (mg/L)

		620 PI		12-Dec-05		1540		1992		032C620		204		1320		033D620		203		802		844.59		326.59		1st floor men's restroom, sampled only sink		620 PI		0.48		475																Avg of first 240mL from sequential sampling		1st Draw 250 mL

		642		22-Nov-05		855		1989		019C642		106		1930		020D642		107		668		1815.22		553.22		Bag was full of water - dripped all night		642		0.11		115																1.074		1.96

		676		18-Jan-06		745		1985		070C676		211		2210		071D676		212		2360		1789.37		1939.37				676		0.42		421																Avg of second 180 mL from sequential sampling		2nd Draw 250 mL

		11A		18-Jan-06		815		1984		072C011		213		1640		073D011		214		1950		1352.07		1662.07		Blank: 074Z006 for bottles 059-073 (EM 216 = ND for Cu)		11A		0.29		288																0.281		0.528

		641		6-Dec-05		900		1977		025C641		100		1960		026D641		101		528		1808.6		376.6		sampled sink nearest door, as you enter the N. side of bathroom		641		0.15		151																Percent Decrease

		653		13-Jan-06		715		1975		062C653		207		930		063D653		208		417		787.4		274.4				653		0.14		143																26.2%		26.9%

		464		13-Jan-06		730		1962		064C464		209		1390		065D464		210		946		1211.46		767.46				464		0.18		179				641 (add. smp)		0.11

																												464		0.18





Copper Level Results
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XPS Results
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Baseline Data

		

				Literature Results:

				Authors		Chawla, Sankarraman, Payer																				ADJUSTED

				Xray source		Mg K-alpha						Cu		597.8								C1s peak		284.6								Cu		597.8

				C1s peak		284.7

						Cu2p3/2		Cu2p1/2		D		Cu(LMM)		Da		O1s1/2		S2p						Cu2p3/2		Cu2p1/2		D		Cu(LMM)		Cu(LMM) KE		Da		O1s1/2		S2p

				Cu		932.6		952.4		19.8		334.8		0		530.1						Cu		932.5		952.3		19.8		334.7		918.9		0		530

				Cu2O		932.5		952.8		20.3		336.4		-1.7		529.6						Cu2O		932.4		952.7		20.3		336.3		917.3		-1.7		529.5

				CuO		933.8		954.1		20.3		335.6		0.4		531.2						CuO		933.7		954		20.3		335.5		918.1		0.4		531.1

				Cu(OH)2		934.6		954.2		19.6		337.1		-0.3		531.2						Cu(OH)2		934.5		954.1		19.6		337		916.6		-0.3		531.1

				Cu2S		932.6		952.5		19.9		335.6		-0.8				161.8				Cu2S		932.5		952.4		19.9		335.5		918.1		-0.8				161.7

				CuS		932.5		952.4		19.9		335.5		-0.8				162.5				CuS		932.4		952.3		19.9		335.4		918.2		-0.8				162.4

				CuSO4		935.2		955.5		20.3		337.7		-0.3		531.9		168.8				CuSO4		935.1		955.4		20.3		337.6		916		-0.3		531.8		168.7

				Chemisorbed Water												532.4						Chemisorbed Water														532.3

				Authors		Deroubaix and Marcus

				Xray source		Mg K-alpha																								Authors		Physical Electronics

				C1s peak		284.6						Cu		597.7																Xray source		Mg

																														C1s peak		284.8

						Cu2p3/2		Cu2p1/2		D		Cu(LMM)		Cu(LMM) KE		Da		O1s1/2		S2p												Cu2p3/2		Cu(LMM) KE						Cu2p3/2		Cu(LMM) KE

				Cu		932.7				-932.7		335		918.6		0														Cu		932.6		918.6				CuO		933.7		918.1

				Cu2O		932.5				-932.5		337.1		916.5		-2.3		530.4												Cu		932.6		918.7				Cu(OH)2		935.1		916.2

				CuO		933.6				-933.6		335.8		917.8		0.1		529.6												Cu		932.6		918.6				CuCO3		935		916.3

				Cu(OH)2		934.7						336.9		916.7		0.1		531.3												Cu		932.6		918.7				CuCN		933.1		914.5

		Ref 8		Cu(OH)2		934.75																								Cu		932.7		918.6				CuC(CN)3		933.2		914.5

		Ref 18		Cu(OH)2										916.3																Cu2O		932.5		916.2				Cu(NO3)2		935.5		915.3

				Cu2S		932.9				-932.9		336.9		916.7		-1.7				161.9										Cu2O		932.5		916.2				Cu64Zn36		932.6		918.6

				Cu + S ads		932.8				-932.8		335.1		918.5		0				161.6										Cu2O		932.5		916.6

																														Cu2O		932.5		917.2

																Authors		Turek and Kasten				XPS of copper carbonate standard

				Authors		Shim and Kim										Xray source		Mg K-alpha

				Xray source		Mg K-alpha																		Cu2p3/2		C1s peak		Satellite peak		diff		CuLMM		CuLMM KE		O1s1/2		diff		diff C, O

				C1s peak		285																CuCO3		934.44		284.6				-284.6		336.7		916.9		531.3		403.14		-246.7

																						CuCO3		934.38		284.6		289.31		4.71		336.64		916.96		531.32		403.06		-246.72

						Cu2p3/2																CuCO3		932.92		284.6		289.32		4.72		336.72		916.88		531.21		401.71		-246.61

				Cu2O		932.564-932.759																CuCO3		932.88		284.6		289.26		4.66		336.38		917.22		531.27		401.61		-246.67

				CuO		934.093-934.266												after sputtering				CuCO3		932.82		284.6		289.31		4.71		336.81		916.79		531.33		401.49		-246.73

				Cu(OH)2		935.353-935.452																CuO		933.71		284.6						335.59		918.01		529.64

																						CuO, spt.		933.69		284.6						335.58		918.02		529.57

				Authors		Squarcialupi et al.												Pure Copper Data:

				Xray source		Al K-alpha												For Buildings:				Cu2p3/2		Cu(LMM)		Diff		KE				Cu avg after sputtering								CuCO3

				C1s peak		284.8												Linda's final adjustment				932.64										Cu2p3/2		Cu(LMM)				time		cum. Time		Cu2p3/2		C1s peak		Satellite peak		diff		CuLMM		CuLMM KE		O1s1/2		diff		diff C, O

																		645				932.58		334.9		597.68		918.7				932.6166666667		334.94		918.66		5		5		934.64		284.6		289.28		4.68		336.28		917.32		531.3		403.34		-246.7

				Carbonates		288												641				932.46		334.86		597.6		918.74										8		13

																		441S				932.38		334.9		597.48		918.7										6		19		934.61		284.6		289.18		4.58		336.92		916.68		531.23		403.38		-246.63

																		620 PI 01				932.6		334.98		597.62		918.62		after sputtering!								5		24		934.53		284.6		289.28		4.68		336.64		916.96		531.26		403.27		-246.66

				EXPERIMENTAL DATA:						C1s peak		284.6						620 PI 02, 837				932.35		334.86		597.49		918.74										5		29		934.35		284.6		289.28		4.68		336.45		917.15		531.06		403.29		-246.46

																		464, 620 PII 01				932.5		335.04		597.46		918.56										5		34		934.26		284.6		289.28		4.68		336.75		916.85		531.39		402.87		-246.79

																		620 PII 02, 11A, 653 01				932.36		336.78		595.58		916.82		double LMM hump - 334.95								5		39		934.52		284.6		289.28		4.68		336.73		916.87		531.28		403.24		-246.68

																		653 02, 306, 676 01				932.48		336.85		595.63		916.75		double LMM hump - 335.06

																		676 02, 556, 571 02				932.4		336.68		595.72		916.92		douple LMM hump - 335.05

																		571 05, 553				932.61		334.9		597.71		918.7		after sputtering!

																		642, 441				932.49		336.61		595.88		916.99		double LMM hump - 335.01

																										Atomic %

				Building		Sample		Area		Cu2p3/2		Cu2p1/2		D		Cu(LMM)		Cu(LMM) KE		Da		O1s1/2		P2p		C1s		O1s		Cu2p		Cl2p		S2s		P2p		Ca

				645		2		1		952.66		932.72		19.94		336.39		917.21		-1.35		532.21				0.953		0.04		0.004		0.003								Cu +1

								2		952.17		932.16		20.01		336.34		917.26		-1.86		532.14				0.952		0.04		0.007		0.002								Cu+1 shape

								3		951.71		932.3		19.41		335.65		917.95		-1.03		531.81				0.973		0.024		0.003		0.001								Cu+1 shape

						1		1		952.97		933.01		19.96		337.21		916.39		-1.88		531.13				0.655		0.284		0.057		0.004								Cu+1 shape

								2		953.66		932.7		20.96		336.81		916.79		-1.79		531.22				0.628		0.282		0.064		0.006				0.02				Cu+1 shape

								3		952.44		932.65		19.79		336.95		916.65		-1.98		531.16		132.94		0.624		0.298		0.074		0.004				<0.001				Cu+1 shape

				641		1		2		953.73		933.83		19.9		336.73		916.87		-0.58		530.68				0.432		0.47		0.079		0.007				0.011		0.001		CaCO3 present

								3		952.66		932.7		19.96		337.88		915.72		-2.86		531.96				0.564		0.352		0.058		0.008				0.018				Carbonate present but not CaCO3

								4		952.78		932.97		19.81		336.82		916.78		-1.53		531.1				0.363		0.533		0.092		0.005				<.001		0.007		CaCO3 present

						2		2		953.55		933.29		20.26		336.9		916.7		-1.29		531.48				0.266		0.55		0.006						0.0018				Evidence of CaCO3, satellite peak on C1s

								3		952.44		932.6		19.84		337.41		916.19		-2.49		532.05				0.588		0.318		0.009										"Bump" on C1s, and 2 Cu2p's

								4		953		933.23		19.77		337.13		916.47		-1.58		531.49				0.248		0.61		0.006						<.001				hump on O1s, baby peak with C1s

				441S		1		1		none		932.42		0		336.46		917.14		-1.72		532.13				0.938		0.061		<.001

								2		none		932.29		0		336.23		917.37		-1.62		532.13				0.918		0.079		0.003		<.001

								3		none		931.61		0		336.23		917.37		-2.30		532.15				0.95		0.049		0.001		<.001

						2		3		none		929.62		0		334.67		918.93		-2.73		531.56				0.913		0.081		0.007		<.001								Double carbon peak, no Ca

								4		none		929.9		0		334.6		919		-2.38		531.58				0.949		0.048		0.002		<.001								Double carbon peak, no Ca

								5		none		931.98		0		336.64		916.96		-2.34		531.92				0.948		0.048		0.003		0.002								Double carbon peak, no Ca

				620 PI		1		2		953		932.92		20.08		336.99		916.61		-1.75		530.9		132.91		0.136		0.568		0.143		0.136				0.153		<.001		hump on side of carbon peak, Ca present at 347 (where CaCO3 is found)

								3		952.94		932.79		20.15		336.8		916.8		-1.69		530.92		133.01		0.255		0.483		0.127						0.135		<.001		hump on side of carbon peak, Ca present at 347 (where CaCO3 is found)

								4		953		932.7		20.3		337.07		916.53		-2.05		531.04		133.05		0.301		0.461		0.115						0.123		<.001		hump on side of carbon peak, Ca present at 347 (where CaCO3 is found)

						2		1		953.44		933		20.44		337.21		916.39		-1.89		531.12		133.19		0.22		0.52		0.133						0.123		<.001		hump on side of carbon peak, Ca present at 347 (where CaCO3 is found)

								2		952.66		932.72		19.94		336.85		916.75		-1.81		530.96		133.03		0.289		0.5		0.137						0.074		<.001		hump on carbon peak

								3		952.44		932.62		19.82		337.02		916.58		-2.08		530.95		132.94		0.18		0.586		0.156						0.077		<.001		carbon double peak looks just like CuCO3.  Ca is present

				837		1		1		952.44		934.62		17.82		338.89		914.71		-1.95		531		130.97		0.65		0.255		0.036						0.059		<.001		definate CuCO3 characteristic hump on C peak. O, P and Cu peaks have similar but smaller humps as well

								2		953.33		932.82		20.51		338.42		915.18		-3.28		531.21		132.8		0.653		0.263		0.048						0.035		<.001		carbon peak has a hump half way up

								3		953		932.55		20.45		338.02		915.58		-3.15		531.27		133.26		0.665		0.263		0.042						0.03		<.001		carbonate shaped double carbon peak present

						2		1		953.22		933		20.22		336.81		916.79		-1.49		531.19		132.88		0.391		0.423		0.103						0.082		<.001		slight hump on carbon peak. Ca present

								2		952.33		932.67		19.66		336.67		916.93		-1.68		531.15		132.88		0.548		0.319		0.106						0.027		<.001		double hump shape in both Cu2p peaks and CuLMM peak

								3		952.66		932.72		19.94		336.93		916.67		-1.89		531.1		132.9		0.419		0.337		0.116						0.128		<.001

				464		1		1		952.44		932.6		19.84		337.58		916.02		-2.66		531.31		133.39		0.444		0.464		0.059						0.033		<.001

								2		952.44		932.49		19.95		337.85		915.75		-3.04		531.32		133.49		0.405		0.467		0.084						0.044		<.001

								3		952.44		932.5		19.94		338.6		915		-3.78		531.27		133.26		0.437		0.473		0.06						0.03		<.001

						2		1		953.33		932.93		20.4		337.19		916.41		-1.94		531.2		133.2		<.001		0.742		0.163						0.095		<.001

								2		952.63		932.87		19.76		337.99		915.61		-2.80		531.35		133.29		<.001		0.809		0.127						0.064		<.001

								3		952.44		932.62		19.82		338.37		915.23		-3.43		531.39		133.37		0.429		0.47		0.067						0.035		<.001

				620 PII		1		1		953.89		932.63		21.26		336.91		916.69		-1.96		530.94		133.06		0.599		0.31		0.052						0.038		<.001

								2		952.33		932.37		19.96		336.92		916.68		-2.23		530.99		132.88		0.447		0.404		0.082						0.067		<.001

								3		952.44		932.57		19.87		337.31		916.29		-2.42		531.01		132.92		0.437		0.404		0.093						0.065		<.001

						2		3		952.45		932.64		19.81		337.12		916.48		-2.16		531		132.86		0.489		0.386		0.08						0.045		<.001

								4		952.44		932.58		19.86		336.86		916.74		-1.96		531.15		133.03		0.619		0.286		0.056						0.039		<.001

								5		952.44		932.4		20.04		337.12		916.48		-2.40		531.1		133.11		0.627		0.285		0.048						0.04		<.001

				11A		1		1		954.4		932.59		21.81		337.94		915.66		-3.03		531.45		132.94		<.001		0.749		0.223						0.028				small double peaks on Cu2 peaks and P and Cu3 peaks seem connected

								2		953		933.04		19.96		337.82		915.78		-2.46		531.71		133.22		<.001		0.752		0.218						0.03				small double peaks on Cu2 peaks and P and Cu3 peaks seem connected

								3		952.89		932.79		20.1		337.81		915.79		-2.70		531.53		133.29		<.001		0.748		0.218						0.034				small double peaks on Cu2 peaks and P and Cu3 peaks seem connected

						2		1		952.22		932.19		20.03		336.6		917		-2.09		530.84		132.7		<.001		0.678		0.234						0.088		<.001

								2		952.33		932.36		19.97		336.54		917.06		-1.86		530.79		134.86		0.047		0.651		0.214						0.088				slight hump on carbon peak

								3		952.22		932.43		19.79		336.7		916.9		-1.95		530.75		132.73		0.067		0.618		0.231		Fe				0.084				slight hump on carbon peak. P and Cu3 peaks "connected"

				653		1		1		952.33		932.58		19.75		336.9		916.7		-2.00		530.98		133.12		0.231		0.521		0.098		0.076				0.075		<.001		hump on left side of carbon peak

								2		952.22		932.46		19.76		337.15		916.45		-2.37		530.98		132.84/137.87		<.001		0.674		0.126		0.105				0.094		<.001		hump on left side of carbon peak

								3		952.33		932.55		19.78		337.51		916.09		-2.64		531.19		132.90/138.01		0.218		0.536		0.099		0.085				0.072		<.001		hump on left side of carbon peak

						2		1		954.11		934.11		20		336.98		916.62		-0.55		531.27		132.89		0.267		0.55		0.103		0.063				0.016				second hump to left of carbon peak

								2		953.46		933.8		19.66		337.13		916.47		-1.01		531.28		133.03		0.273		0.528		0.126		0.057				0.015				carbon double peak, 289.36 and 284.6

								3		953.02		933.11		19.91		337.12		916.48		-1.69		531.31		133.2		0.253		0.531		0.127		0.069		N		0.019				carbon double peak, 289.56 and 284.6

				306		1		1		952.63		932.59		20.04		338.88		914.72		-3.97		531.47		133.1		0.535		0.347		0.014				0.08		0.019		0.005		Cu+1 shape

								2		952.37		932.48		19.89		338.48		915.12		-3.68		531.23		133.08		0.549		0.33		0.015				0.08		0.022		0.005		Cu+1 shape

								3		952.5		932.65		19.85		338.83		914.77		-3.86		531.3		133.42		0.557		0.316		0.016				0.086		0.02		0.005		Cu+1 shape

						2		1		952.24		932.63		19.61		338.84		914.76		-3.89		531.82		133.11		0.664		0.26		0.02				0.064		0.01				Cu+1 shape

								2		952.5		932.58		19.92		339.82		913.78		-4.92		531.73		133.76		0.597		0.307		0.008				0.07		0.015		0.003		Cu+1 shape

								3		952.37		932.58		19.79		339.04		914.56		-4.14		531.65		133.42		0.63		0.27		0.009		Cl2p		0.076		0.014		0.002		Cu+1 shape

				676		1		1		952.39		932.58		19.81		336.89		916.71		-1.99		532.1		133.6		0.912		0.073		0.008		0.005				0.003				Cu+1 shape

								2		952.51		932.59		19.92		336.7		916.9		-1.79		531.48		133.4		0.903		0.079		0.011						0.007				Cu+1 shape

								3		952.14		932.45		19.69		336.78		916.82		-2.01		531.74		132.85		0.918		0.069		0.007						0.006				Cu+1 shape

						2		1		952.22		932.94		19.28		336.95		916.65		-1.69		531.69		133.03		0.896		0.094		0.004						0.007		<.001		Cu+1 shape

								2		952.44		932.23		20.21		336.33		917.27		-1.78		531.92		133.16		0.908		0.08		0.005						0.007		<.001		Cu+1 shape

								3		952.11		932.08		20.03		336.62		916.98		-2.22		532				0.939		0.056		0.003						0.003				Cu+1 shape

				556		1		1		952.63		932.85		19.78		337.02		916.58		-1.85		530.92		133.06		0.32		0.484		0.106						0.083		0.007		hump on left side of carbon peak

								2		952.44		932.67		19.77		337.49		916.11		-2.50		530.98		133.03		0.315		0.125		0.125						0.083		0.005		hump on left side of carbon peak

								3		952.55		932.79		19.76		337.13		916.47		-2.02		531.02		133.1		0.321		0.472		0.12						0.085		0.002		hump on left side of carbon peak

						2		1		952.78		932.8		19.98		337.05		916.55		-1.93		531.09		133.12		0.29		0.54		0.098						0.072		<.001		hump on left side of carbon peak

								2		952.67		932.74		19.93		337.1		916.5		-2.04		oops		133.04																hump on left side of carbon peak

								3		952.44		932.61		19.83		336.84		916.76		-1.91		531.1		133.1		0.285		0.489		0.114						0.108		0.004		hump on left side of carbon peak

				571		2		1		952.63		932.93		19.7		337.26		916.34		-2.01		531.23		132.96		0.699		0.232		0.037						0.032		<.001

								2		952.55		932.52		20.03		337.19		916.41		-2.35		531.23		132.78		0.698		0.231		0.041						0.03		<.001

								3		952.67		932.74		19.93		337.44		916.16		-2.38		531.35		133.28		0.692		0.235		0.041						0.033		<.001

						5		1		953		932.7		20.3		337.12		916.48		-2.10		531.22		132.86		0.652		0.272		0.046						0.03

								2		952.78		932.86		19.92		337.03		916.57		-1.85		531.16		132.98		0.677		0.251		0.044						0.028

										949.56		929.79		19.77		334.31		919.29		-2.20

								3		952.44		932.67		19.77		337.24		916.36		-2.25		531.15		133.24		0.648		0.237		0.083		N		Zn		0.032

				553		2		1		952.44		932.9		19.54		338.27		915.33		-3.05		531.39				0.581		0.299		0.034		0.081		0.006						very slight Cu+2 satellite peaks

								2		952.63		932.72		19.91		338.74		914.86		-3.70		531.35				0.61		0.256		0.051		0.075		0.008						looks like Cu+1

								3		952.5		932.7		19.8		338.77		914.83		-3.75		531.36				0.61		0.258		0.046		0.079		0.007		S				looks like Cu+2

						5		1		952.43		932.58		19.85		337.89		915.71		-2.99		531.26				0.755		0.171		0.067						0.007				very slight Cu+2 satellite peaks

								2		952.37		932.49		19.88		337.54		916.06		-2.73		531.44				0.764		0.154		0.073						0.008				very slight Cu+2 satellite peaks

								3		952.31		932.57		19.74		337.53		916.07		-2.64		531.31				0.782		0.139		0.074				P		0.005				looks like Cu+1

				642		1		1		954.14		934.17		19.97		337.02		916.58		-0.53		531.09		133.09		0.362		0.47		0.108				0.06				<.001		Cu+2 peak, small hump on side of C peak

								2		952.63		932.78		19.85		336.91		916.69		-1.8066666667		531.12		133.1		0.331		0.475		0.123				0.071				<.001		Cu+2 peak, small hump on side of C peak

				441		3		1		NOTHING																0.997

								2		NOTHING																0.994

						6		1		953.41		933.48				336.47		917.13				530.99				0.643		0.258		0.1										Cu+2 shape

								2		953.89		933.21				336.18		917.42				530.58				0.63		0.253		0.117										Cu+2 shape



Turek:
Area 4 and 2 are the same solid, Area 3 is different.  Area 4 and 2 are Cu+2 cmpds.  Area 3 looks like Cu+1 and has the distinct carbonate double peak.
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571

553

Cu2p(3/2), Binding Energy, eV

Cu(LMM), Kinetic Energy, eV

All Buildings Compared to Baseline Data

918.9

917.3

918.1

916.6

916.9

917.21

916.87

917.14

916.61

914.71

916.02

916.69

915.66

916.7

914.72

916.71

916.58

916.34

915.33

918.6

916.5

917.8

916.7

916.96

917.26

915.72

917.37

916.8

915.18

915.75

916.68

915.78

916.45

915.12

916.9

916.11

916.41

914.86

918.6

916.2

918.1

916.2

916.88

917.95

916.78

917.37

916.53

915.58

915

916.29

915.79

916.09

914.77

916.82

916.47

916.16

914.83

918.7

916.2

918.01

916.3

917.22

916.39

916.7

918.93

916.39

916.79

916.41

916.48

917

916.62

914.76

916.65

916.55

916.48

915.71

918.6

916.6

918.02

916.3

916.79

916.19

919

916.75

916.93

915.61

916.74

917.06

916.47

913.78

917.27

916.5

916.57

916.06

918.7

917.2

916.65

916.47

916.96

916.58

916.67

915.23

916.48

916.9

916.48

914.56

916.98

916.76

916.07

918.6



837 2004

		932.5		932.4		933.7		934.5		934.44		932.42

		932.7		932.5		933.6		934.7		934.38		932.29

		932.6		932.5		933.7		935.1		932.92		931.61

		932.6		932.5		933.71		934.75		932.88		929.62

		932.6		932.5		933.69				935		929.9

		932.6		932.5								931.98

		932.7



Cu

Cu2O

CuO

Cu(OH)2

CuCO3

441S

Cu2p(3/2), Binding Energy, eV

Cu(LMM), Kinetic Energy, eV

Building 441 (2005) Compared to Baseline Data

918.9

917.3

918.1

916.6

916.9

917.14

918.6

916.5

917.8

916.7

916.96

917.37

918.6

916.2

918.1

916.2

916.88

917.37

918.7

916.2

918.01

916.3

917.22

918.93

918.6

916.6

918.02

916.3

919

918.7

917.2

916.96

918.6



571 2002

		932.5		932.4		933.7		934.5		934.44		934.62

		932.7		932.5		933.6		934.7		934.38		932.82

		932.6		932.5		933.7		935.1		932.92		932.55

		932.6		932.5		933.71		934.75		932.88		933

		932.6		932.5		933.69				935		932.67

		932.6		932.5								932.72

		932.7



Cu

Cu2O

CuO

Cu(OH)2

CuCO3

837

Cu2p(3/2), Binding Energy, eV

Cu(LMM), Kinetic Energy, eV

Building 837 (2004) Compared to Baseline Data

918.9

917.3

918.1

916.6

916.9

914.71

918.6

916.5

917.8

916.7

916.96

915.18

918.6

916.2

918.1

916.2

916.88

915.58

918.7

916.2

918.01

916.3

917.22

916.79

918.6

916.6

918.02

916.3

916.93

918.7

917.2

916.67

918.6



553 2001

		932.5		932.4		933.7		934.5		934.44		932.93		929.79

		932.7		932.5		933.6		934.7		934.38		932.52		932.67

		932.6		932.5		933.7		935.1		932.92		932.74

		932.6		932.5		933.71		934.75		932.88		932.7

		932.6		932.5		933.69				935		932.86

		932.6		932.5

		932.7



Cu

Cu2O

CuO

Cu(OH)2

CuCO3

571

3

Cu2p(3/2), Binding Energy, eV

Cu(LMM), Kinetic Energy, eV

Building 571 (2002) Compared to Baseline Data

918.9

917.3

918.1

916.6

916.9

916.34

919.29

918.6

916.5

917.8

916.7

916.96

916.41

916.36

918.6

916.2

918.1

916.2

916.88

916.16

918.7

916.2

918.01

916.3

917.22

916.48

918.6

916.6

918.02

916.3

916.57

918.7

917.2

918.6



645 1998

		932.5		932.4		933.7		934.5		934.44		932.9		933.1		933.2		935.5

		932.7		932.5		933.6		934.7		934.38		932.72

		932.6		932.5		933.7		935.1		932.92		932.7

		932.6		932.5		933.71		934.75		932.88		932.58

		932.6		932.5		933.69				935		932.49

		932.6		932.5								932.57

		932.7



Cu

Cu2O

CuO

Cu(OH)2

CuCO3

553

CuCN

CuC(CN)3

Cu(NO3)2

Cu2p(3/2), Binding Energy, eV

Cu(LMM), Kinetic Energy, eV

Building 553 (2001) Compared to Baseline Data

918.9

917.3

918.1

916.6

916.9

915.33

914.5

914.5

915.3

918.6

916.5

917.8

916.7

916.96

914.86

918.6

916.2

918.1

916.2

916.88

914.83

918.7

916.2

918.01

916.3

917.22

915.71

918.6

916.6

918.02

916.3

916.06

918.7

917.2

916.07

918.6



306 1997

		932.5		932.4		933.7		934.5		934.44		932.72

		932.7		932.5		933.6		934.7		934.38		932.16

		932.6		932.5		933.7		935.1		932.92		932.3

		932.6		932.5		933.71		934.75		932.88		933.01

		932.6		932.5		933.69				935		932.7

		932.6		932.5								932.65

		932.7



Cu

Cu2O

CuO

Cu(OH)2

CuCO3

645

Cu2p(3/2), Binding Energy, eV

Cu(LMM), Kinetic Energy, eV

All Buildings Compared to Baseline Data

918.9

917.3

918.1

916.6

916.9

917.21

918.6

916.5

917.8

916.7

916.96

917.26

918.6

916.2

918.1

916.2

916.88

917.95

918.7

916.2

918.01

916.3

917.22

916.39

918.6

916.6

918.02

916.3

916.79

918.7

917.2

916.65

918.6



556 1995

		932.5		932.4		933.7		934.5		934.44		932.59		933.1		933.2		935.5

		932.7		932.5		933.6		934.7		934.38		932.48

		932.6		932.5		933.7		935.1		932.92		932.65

		932.6		932.5		933.71		934.75		932.88		932.63

		932.6		932.5		933.69				935		932.58

		932.6		932.5								932.58

		932.7



Cu

Cu2O

CuO

Cu(OH)2

CuCO3

306

CuCN

CuC(CN)3

Cu(NO3)2

Cu2p(3/2), Binding Energy, eV

Cu(LMM), Kinetic Energy, eV

All Buildings Compared to Baseline Data

918.9

917.3

918.1

916.6

916.9

914.72

914.5

914.5

915.3

918.6

916.5

917.8

916.7

916.96

915.12

918.6

916.2

918.1

916.2

916.88

914.77

918.7

916.2

918.01

916.3

917.22

914.76

918.6

916.6

918.02

916.3

913.78

918.7

917.2

914.56

918.6



620PII 1994

		932.5		932.4		933.7		934.5		934.44		932.85

		932.7		932.5		933.6		934.7		934.38		932.67

		932.6		932.5		933.7		935.1		932.92		932.79

		932.6		932.5		933.71		934.75		932.88		932.8

		932.6		932.5		933.69				935		932.74

		932.6		932.5								932.61

		932.7



Cu

Cu2O

CuO

Cu(OH)2

CuCO3

556

Cu2p(3/2), Binding Energy, eV

Cu(LMM), Kinetic Energy, eV

All Buildings Compared to Baseline Data

918.9

917.3

918.1

916.6

916.9

916.58

918.6

916.5

917.8

916.7

916.96

916.11

918.6

916.2

918.1

916.2

916.88

916.47

918.7

916.2

918.01

916.3

917.22

916.55

918.6

916.6

918.02

916.3

916.5

918.7

917.2

916.76

918.6



441 1993

		932.5		932.4		933.7		934.5		934.44		932.63

		932.7		932.5		933.6		934.7		934.38		932.37

		932.6		932.5		933.7		935.1		932.92		932.57

		932.6		932.5		933.71		934.75		932.88		932.64

		932.6		932.5		933.69				935		932.58

		932.6		932.5								932.4

		932.7



Cu

Cu2O

CuO

Cu(OH)2

CuCO3

620 PII

Cu2p(3/2), Binding Energy, eV

Cu(LMM), Kinetic Energy, eV

All Buildings Compared to Baseline Data

918.9

917.3

918.1

916.6

916.9

916.69

918.6

916.5

917.8

916.7

916.96

916.68

918.6

916.2

918.1

916.2

916.88

916.29

918.7

916.2

918.01

916.3

917.22

916.48

918.6

916.6

918.02

916.3

916.74

918.7

917.2

916.48

918.6



620PI 1992

		932.5		932.4		933.7		934.5		935		932.6166666667		933.48

		932.7		932.5		933.6		934.7		934.64				933.21

		932.6		932.5		933.7		935.1		934.61

		932.6		932.5		933.71		934.75		934.61

		932.6		932.5		933.69				934.61

		932.6		932.5						934.53

		932.7								934.35



Cu

Cu2O

CuO

Cu(OH)2

CuCO3

Cu avg after sputtering

441

Cu2p(3/2), Binding Energy, eV

Cu(LMM), Kinetic Energy, eV

Baseline data: Chawla et al, Deroubaix and Marcus, Physical Electronics, Turek and Kasten

918.9

917.3

918.1

916.6

916.3

918.66

917.13

918.6

916.5

917.8

916.7

917.32

917.42

918.6

916.2

918.1

916.2

916.68

918.7

916.2

918.01

916.3

916.96

918.6

916.6

918.02

917.15

918.7

917.2

916.85

918.6

916.87



642 1989

		932.5		932.4		933.7		934.5		934.44		932.92

		932.7		932.5		933.6		934.7		934.38		932.79

		932.6		932.5		933.7		935.1		932.92		932.7

		932.6		932.5		933.71		934.75		932.88		933

		932.6		932.5		933.69				935		932.72

		932.6		932.5								932.62

		932.7



Cu

Cu2O

CuO

Cu(OH)2

CuCO3

620 PI

Cu2p(3/2), Binding Energy, eV

Cu(LMM), Kinetic Energy, eV

All Buildings Compared to Baseline Data

918.9

917.3

918.1

916.6

916.9

916.61

918.6

916.5

917.8

916.7

916.96

916.8

918.6

916.2

918.1

916.2

916.88

916.53

918.7

916.2

918.01

916.3

917.22

916.39

918.6

916.6

918.02

916.3

916.75

918.7

917.2

916.58

918.6



676 1985

		932.5		932.4		933.7		934.5		935		932.6166666667		934.17

		932.7		932.5		933.6		934.7		934.64				932.78

		932.6		932.5		933.7		935.1		934.61

		932.6		932.5		933.71		934.75		934.61

		932.6		932.5		933.69				934.61

		932.6		932.5						934.53

		932.7								934.35



Cu

Cu2O

CuO

Cu(OH)2

CuCO3

Cu avg after sputtering

642

Cu2p(3/2), Binding Energy, eV

Cu(LMM), Kinetic Energy, eV

Baseline data: Chawla et al, Deroubaix and Marcus, Physical Electronics, Turek and Kasten

918.9

917.3

918.1

916.6

916.3

918.66

916.58

918.6

916.5

917.8

916.7

917.32

916.69

918.6

916.2

918.1

916.2

916.68

918.7

916.2

918.01

916.3

916.96

918.6

916.6

918.02

917.15

918.7

917.2

916.85

918.6

916.87



11A 1984

		932.5		932.4		933.7		934.5		934.44		932.58

		932.7		932.5		933.6		934.7		934.38		932.59

		932.6		932.5		933.7		935.1		932.92		932.45

		932.6		932.5		933.71		934.75		932.88		932.94

		932.6		932.5		933.69				935		932.23

		932.6		932.5								932.08

		932.7



Cu

Cu2O

CuO

Cu(OH)2

CuCO3

676

Cu2p(3/2), Binding Energy, eV

Cu(LMM), Kinetic Energy, eV

All Buildings Compared to Baseline Data

918.9

917.3

918.1

916.6

916.9

916.71

918.6

916.5

917.8

916.7

916.96

916.9

918.6

916.2

918.1

916.2

916.88

916.82

918.7

916.2

918.01

916.3

917.22

916.65

918.6

916.6

918.02

916.3

917.27

918.7

917.2

916.98

918.6



641 1977

		932.5		932.4		933.7		934.5		934.44		932.59

		932.7		932.5		933.6		934.7		934.38		933.04

		932.6		932.5		933.7		935.1		932.92		932.79

		932.6		932.5		933.71		934.75		932.88		932.19

		932.6		932.5		933.69				935		932.36

		932.6		932.5								932.43

		932.7



Cu

Cu2O

CuO

Cu(OH)2

CuCO3

11A

Cu2p(3/2), Binding Energy, eV

Cu(LMM), Kinetic Energy, eV

All Buildings Compared to Baseline Data

918.9

917.3

918.1

916.6

916.9

915.66

918.6

916.5

917.8

916.7

916.96

915.78

918.6

916.2

918.1

916.2

916.88

915.79

918.7

916.2

918.01

916.3

917.22

917

918.6

916.6

918.02

916.3

917.06

918.7

917.2

916.9

918.6



653 1975

		932.5		932.4		933.7		934.5		934.44		933.83

		932.7		932.5		933.6		934.7		934.38		932.7

		932.6		932.5		933.7		935.1		932.92		932.97

		932.6		932.5		933.71		934.75		932.88		933.29

		932.6		932.5		933.69				935		932.6

		932.6		932.5								933.23

		932.7



Cu

Cu2O

CuO

Cu(OH)2

CuCO3

641

Cu2p(3/2), Binding Energy, eV

Cu(LMM), Kinetic Energy, eV

All Buildings Compared to Baseline Data

918.9

917.3

918.1

916.6

916.9

916.87

918.6

916.5

917.8

916.7

916.96

915.72

918.6

916.2

918.1

916.2

916.88

916.78

918.7

916.2

918.01

916.3

917.22

916.7

918.6

916.6

918.02

916.3

916.19

918.7

917.2

916.47

918.6



464 1962

		932.5		932.4		933.7		934.5		934.44		932.58

		932.7		932.5		933.6		934.7		934.38		932.46

		932.6		932.5		933.7		935.1		932.92		932.55

		932.6		932.5		933.71		934.75		932.88		934.11

		932.6		932.5		933.69				935		933.8

		932.6		932.5								933.11

		932.7



Cu

Cu2O

CuO

Cu(OH)2

CuCO3

653

Cu2p(3/2), Binding Energy, eV

Cu(LMM), Kinetic Energy, eV

All Buildings Compared to Baseline Data

918.9

917.3

918.1

916.6

916.9

916.7

918.6

916.5

917.8

916.7

916.96

916.45

918.6

916.2

918.1

916.2

916.88

916.09

918.7

916.2

918.01

916.3

917.22

916.62

918.6

916.6

918.02

916.3

916.47

918.7

917.2

916.48

918.6



		932.5		932.4		933.7		934.5		934.44		932.6

		932.7		932.5		933.6		934.7		934.38		932.49

		932.6		932.5		933.7		935.1		932.92		932.5

		932.6		932.5		933.71		934.75		932.88		932.93

		932.6		932.5		933.69				935		932.87
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Effect of Dissolved Inorganic Carbonate and pH on 
Copper Solubility (23oC) (new copper) 

Thermodynamic 
solubility models 
fail to predict 
copper levels when 
PO4 is considered. 

*Model predictions based on Cu(OH)2 
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Effect of Orthophosphate and pH on
 
Copper Solubility (23oC, 10 mg C/L)
 

*Model predictions based on Cu3(PO4)22H2O 
and Cu(OH)2 



 
    

Full-scale Demonstration of 

Orthophosphate Addition to Control
 

Copper in a Building
 



    
  

 

 

 

 
   

Value of Jar Testing to Predicting
 
Copper Solubility in the Field
 

Case Study (pH= 7.4, 73 mg C/L DIC)
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Research Objective
 

• Examine the impact of orthophosphate on copper
solubility. 

• Characterize Cu-PO4 solid composition. 
• Develop an empirical model based on controlled

laboratory data that can be used to predict copper
levels as a function of pH, DIC, and orthophosphate 
concentration. 

• Validate model using pilot-, bench- and full-scale data
 



 

 

 

  
 

 

 

 

 
 

 

 
 

  
 

 
 
 

  
 

  

Cu (II) solubility and 
particle formation 

experiments conducted in 
1.2 L glass reaction vessel. 

Computer software-
controlled dual titrator 

system used to maintain 
constant pH and to record 

pH values and titrant
volumes. 

Experiments initiated by
adding 1 L double 

deionized (DDI) water to 
reaction cell. 

After appropriate amount
of sodium bicarbonate and 

orthophosphate add,
titrator set to desired pH. 

Copper added as cupric
perchlorate to given initial

copper concentration. 

Samples taken by syringe 
approximately 10 minutes
after chemicals mixed and 

reacted at desired pH,
filtered through 0.2 um

filter. 

Model calculated by
Microsoft excel’s Data 

Analysis (pH, DIC, PO4, 
Log Cu). 

Methods

Titrator System 
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Impact of pH and Orthophosphate on Cu(II) 

Solubility 
DIC = 10 mg C/L 

Soluble Copper Cu:PO4 in Solid Soluble Phosphate 
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Impact of pH and Orthophosphate on Cu(II) 
Solubility 

DIC = 50 mg C/L

Soluble Copper Cu:PO4 in Solid Soluble Phosphate
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Impact of pH and Orthophosphate on Cu(II) 
Solubility 

DIC = 10 mg C/L 
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   Cu:P Molar Ratios in Solids 
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 Model Fit
Copper levels in 
laboratory data that 
went into the model 
versus the predicted 
copper levels. 

• 84 observations
• R2= 0.92

Model parameters 
• mg Cu/L
• mg PO4/L
• mg C/L DIC
•pH units

Cu = (56.68)exp[(-0.77)(pH)]exp[(-0.20)(PO4)](DIC0.59) 

http:56.68)exp[(-0.77)(pH)]exp[(-0.20)(PO4)](DIC0.59
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Experimental Fit
Actual copper values of field, laboratory, and pilot data versus the copper values 
predicted by the empirical model based on pH, dissolved inorganic carbon (DIC), and 
orthophosphate dose. 

•Bench- and pilot-scale
laboratory data and full
scale field data collected
from a multitude of
studies reported over 20
years.

•851 observations

•R2= 0.69
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Model Predictions as a Function of DIC, pH, and PO4
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Conclusions

• Thermodynamic and aging models nicely predicted observed
copper (II) solubility.

• Modeling failed in presence of orthophosphate and thus an
empirical model based on controlled laboratory data was
developed.

• Orthophosphate reduces solubility of copper and the degree of
reduction increases with increasing orthophosphate
concentration.

• Orthophosphate impacts the nature of corrosion by-products.
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Soluble copper  decreased  
with increasing  
orthophosphate dose. 

The effect of pH at dissolved
inorganic carbon (DIC) 10 mg C/L



 Known Cu:P Molar Ratios
Compound Composition Cu:P molar ratio 
Corneite Cu3(PO4)(OH) 3 
Pseudomalachite Cu5(PO4)2(OH)4 2.5 
Libethenite Cu2(PO4)(OH) 2 

Cu3(PO4)2·H20 1.5 
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